Python Based Software To Measure Wavelength At Optically Pumped Polarized Ion Source

Abstract: Often diagnostic tools are packaged with proprietary software and it is challenging to integrate with native environment. The HighFinesse Angstrom Wavemeter used at OPPIS experiment for laser wavelength measurement is controlled using commercial software not supported by RHIC style controls. This paper will describe the integration of such a complex system and use of python for cross platform data acquisition

System In Use:
• The RHIC OPPIS had been upgraded for Run-2013 to higher intensity and polarization.

• The FABS source produces a high intensity and brightness primary proton beam. Part of this beam is converted to electron-spin polarized H-atoms by electron pick-up in an optically pumped Rb vapor cell.

• The beam polarization strongly depends on the power, the frequency, and the line width of the pumping laser. Monitoring and control of these parameters are critical to prevent polarization loss.

• An Angstrom WS/6 200 wavelength meter is used to control the laser.

This meter is designed to measure wavelength of continuous wave and pulsed laser with high accuracy and measurement rate.

Proprietary software provided along with wavelength meter for measurement and control.

Solution:
Use of a Foreign Function Interface (FFI) language to make calls to the DLL and publish data to RHIC’s controls framework. Many alternatives are available such as Perl, Ruby, python, or cross platform compilers.

Implementation:
• Using Python’s Ctypes module.

• Ctypes Supports all complex features needed to wrap DLL calls written in C/C++ including ability to simulate C structures, unions, bit-fields and event loops.

• Ctypes can also gracefully handles callback functions (a non trivial task for FFI)

• Development environment is a standard python IDE such as IDLE which is very lightweight contrary to cross platform compiler as CYGWIN.

Possible improvements
• The header file provided by the manufacturer had to be rewritten as a python module for error codes and macros parsing. An interface layer can be implemented to directly use the C code.

• Replace current DLL with 64 bit version provided with the source code for possible better performance and compatibility with Ctypes.

Screen 1 shows Code written in python to import wlmData.dll. It exports wavelength meter as a python object.
Screen 2 shows use of object created with ctypes to read wavelength of beam on demand.

pkankiya@bnl.gov